PROGRAM TThreshold

VAR

TAcq : SysGetAnlnp; (* FB analog acquisition *)
Temp : REAL; (* Temperature value (°C) *)

Dummy : BOOL; (* Dummy variable *)

Heating : BOOL; (* Heating command *)

END_VAR

Eseguo acquisiazione temperatura da Pt1000 TAcq

SysGetAnInp

EN ENO

Address  Done

Channel  Fault

AD_PT1000_DIFFER Mode  Value |

Se temperatura inferiore a 20 gradi attivo riscaldamento

Dummy

Heating
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